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STRUCTURE 149

This structure is a double-barreled, reinforced concrete pipe culvert, located on Canal 1N

about 1/4 mile west of U.S. Highway 1.  Control is effected by automatically controlled roller gates

mounted on a reinforced concrete head structure.

PURPOSE

This structure maintains all optimum upstream water control stages of 5.5 feet in Canal 1

when water is available; it passes the design flood (40% of the Standard Project Flood) without

exceeding the upstream flood design stage, and restricts downstream flood stages and channel

velocities to non-damaging levels.

OPERATING CRITERIA

This structure is operated under automatic control as follows:

When the headwater elevation rises to 6.2 feet, the gates begin to open;

When the headwater elevation rises or falls to elevation 5.5, the gates become

stationary;

When the headwater elevation falls to 4.8, the gates begin to close.

FLOOD DISCHARGE CHARACTERISTICS

Design  

Discharge Rate 400       cfs

40         % SPF

Headwater Elevation 5.0         feet

Tailwater Elevation 3.8         feet

controlled
Type Discharge submerged

DESCRIPTION OF STRUCTURE

Type Reinforced concrete pipe culvert

Number of barrels 2

Size of barrel 84 inches

Length of barrel 63  feet

Flow line elevation -3.0 feet
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Service bridge elevation 14.0 feet

Water level which will by-pass structure  7.5 

Gates

Number 2

Type roller gates

Size 84" X 84"

Control On-site automatic

Lifting Mechanism

Type hydraulic cylinder actuated by electric motor driven pump,

with emergency hand pump, connected to gate by gate stem.

Normal source of power commercial electricity

Emergency source of power L.P. gas engine driven generator

ACCESS: Structure located on southwest 188th Street

HYDRAULIC AND HYDROLOGIC MEASUREMENTS

Water Level On-site, dual recorder

Gate Position Recorder On-site

DEWATERING FACILITIES (per barrel) None


